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SEWERAGE SERVICES DEPARTMENT SARAWAK 

JABATAN PERKHIDMATAN PEMBETUNGAN SARAWAK 

 

Desludging Volume for Sibu Sludge Treatment Plant 

 

2015 (Targeted Volume for SMC: 25,000 m³) 

 Jan Feb Mac Apr May Jun Jul Aug Sep Oct Nov Dec 

SMC 1041 1008 1369 916 630 1098 2519 1982 1484 1301 1612 2507 

Other - 114 20 20 - - - - 18 - 8 - 

Total 1041 1122 1389 936 630 1098 2519 1982 1502 1301 1620 2507 

 

 

Properties Desludged (nos.) 

 Jan Feb Mac Apr May Jun Jul Aug Sep Oct Nov Dec 

SMC 431 420 523 353 198 368 989 749 468 322 388 356 

Other - 4 1 5 - - - - 1 - 1 - 

Total 431 424 524 358 198 368 989 749 469 322 389 356 

 

 

Effluent Standard Monitoring (mg/L) 

Parameter Standard 

A 

Jan Feb Mac Apr May Jun Jul Aug Sep Oct Nov Dec 

BOD5 20 9 5 7 16 9 6 13 10 4 9 11 12 

COD 120 13 23 34 77 43 29 59 48 19 43 52 58 

SS 50 24 3 18 6 17 19 5 20 5 4 25 4 

 


